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GENERAL SHEET NOTES
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84 00.A FIRE STOPPING

92 00.A

05 11.A PIPE SUPPORT

05 11.B PIPE SLEEVE

05 11.C

05 23.A GATE VALVE

05 23.B

11 00.A UNDERGROUND PIPE
11 00.B

11 00.C STRAINER, WYE TYPE
11 00.D DIELECTRIC FITTING
10 00.A FLEXIBLE EXPANSION JOINT

(_ )SHEET KEYNOTES

U wWN

Exterior side of concrete wall.
Interior side of concrete wall.
Stainless steel nuts, bolts, & washers.

Center pipe in sleeve.

F

langed pipe connection.

Pipe to drain (typical).
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Phase backflow preventer installation to minimize
disruption to building water service.

Prevent damage to plastic sheeting in pipe crawlspace.
plastic sheeting i1s present to encapsulate residual
asbestos fibers potentially present in soil.

RESILIENT WATERPROOF CAULKING

MODULAR TYPE WALL PENETRATION SEAL
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REDUCED PRESSURE PRINCIPAL BACK FLOW PREVENTER
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